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Air flow

SA FLOW

Average

CalcF

A ON 17.0 86.6 75.7% 3.2 93.

F ON 19.0 89.6 74.4% 3.6 102.

B ON 17.0 72.8 75.4% 3.2 97.

(Total Ai~0.6 %) Coal F1ow371.0TPH

D ON 13.0 76.2 79.7% 3.4 10:1.

H ON 13.4 95.2 75.4% 3.4 94.

C ON 16.3 78.6 79.8% 3.7 97.
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81.G ON 13.0 74.0    75.6% 2.6

PA Duct Pr44.1 TNWC 02 % 3.75 E/ 2.85W

SA Duct Pr2.7 E/2.9 W NOx O.331b/mBtu
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